
NOTES:

CLEARANCES FOR MULTIPLE       

PIPE/CONDUIT PENETRATIONS     

OF PIPE/CONDUIT PENETRATIONS TO PARAPET WALLS, CURBS,

OR MULTIPLE PENETRATIONS. FLASHING OF PIPE/CONDUIT

SPECIFIED ELSEWHERE.

APPLICABLE IF MULTIPLE ROOF PENETRATION SEAL IS 

SPECIFIED BY ARCH. STD. DRAWING #99518.

1. THIS DRAWING IS USED TO INDICATE MINIMUM CLEARANCES

2. THESE CLEARANCES BETWEEN PIPES/CONDUITS ARE NOT
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